HYDRANT INSTALLATION DETAIL

1. Removed from the work site A.O.B.E. shall become the property of the contractor and shall be promptly stored for pick-up on the site A.O.B.E. Materials removed under Remove and Dispose of Existing Hydrant shall remain the property of the system owner. The contractor shall notify the owner materials removed under Remove and Dispose of Existing Hydrant shall remain the property of the system owner. The contractor shall notify the owner.

2. The hydrant drain hole shall be kept unobstructed. Care shall be used to keep foreign materials from entering the drain hole. If the hydrant drain is located within 6'-6" of finished grade, the upper barrel shall be broken off. If the hydrant drain is located within 10'-0" of a sanitary sewer or storm drain, or if groundwater is found within 6'-6" of finished grade, the hydrant drain shall be plugged.

3. Thrust blocks shall be provided as for a dead end and as required by the owner's requirements.